
 
NOWRA Glossary

float configuration

Liquid level sensing arrangement using multiple float switches for specific operations unique to demand and time controls; operations include pump
activation/deactivation, alarm activation, timer enable, redundant off, timer override, override timer, lead and lag pump activation (multiplex demand pumping
systems).

float configuration images/graphics:

Demand dosing single differential float switch

Dosing tank with demand dosing controls (single
differential on/off float pllus alarm float) with labeled
pump and alarm activation elevations

Demand dosing two float

Dosing tank with demand dosing controls (one single
differential for on/off pump operation plus an alarm
float) with labeled dose volume

Demand dosing three float

Dosing tank with demand dosing controls (two floats
for on/off pump operation plus an alarm float) with
labeled dose volume

Demand dosing, duplex pumps and float controls

Dosing tank with dual alternating pumps with float
controls configured for demand dosing




